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 L.A.Selleck inspections and Consulting

1 Report Information

Client Information

Client Name Buyer

Client Phone Phone Number

Property Information

Approximate Year 

Built

2003

Approximate Square 

Footage

4783

Number of Bedroom 5 

Number of Bath 6

Direction House Faces South 

Seller's Disclosure 

Available

No the seller's disclosure was not supplied for my review. 

Inspection Information

Inspection Date 3/22/2017

Inspection Time 9:30 AM

Weather Conditions Dry 

Outside Temperature 39

Price for Inspection $375 

3 33/



 L.A.Selleck inspections and Consulting

L. A. Selleck Inspections and Consulting Real Estate Inspection Agreement between you, the undersigned Client, 

and me, the Inspector, pertaining to my inspection of the Property listed on the report. The terms below govern this Agreement.

1. You will pay me the mentioned price for the inspection. 

2. We will perform a visual inspection of the home/building and provide you with a written report identifying the defects that we (1) observed and 

(2) deemed material.  The report is only supplementary to the seller’s disclosure.

3. Unless otherwise noted in this Agreement or it is not possible, we will perform the inspection in accordance with the current Standards of 

Practice (SOP’s) of the International Association of Certified Home Inspectors (“InterNACHI”) posted at http://www.nachi.org/sop.htm.  If your 

jurisdiction has adopted mandatory standards that differ from InterNACHI’s SOP’s, we will perform the inspection in accordance with your 

jurisdiction’s standards.  You understand that InterNACHI’s SOP’s contain limitations, exceptions, and exclusions.  You understand that 

InterNACHI is not a party to this Agreement, has no control over us, and does not supervise us.  

4. Unless otherwise indicated in writing, we will NOT test for the presence of radon - a colorless, odorless, radioactive gas that may be harmful to 

humans.  Unless otherwise indicated in writing, we will not test for mold.  Unless otherwise indicated in writing, we will not test for compliance 

with applicable building codes or for the presence of or for any potential dangers arising from the presence of asbestos, lead paint, formaldehyde, 

soil contamination, and other environmental hazards or violations.  If any structure or portion of any structure you want us to inspect is a log 

home, log structure or includes similar log construction, you understand that such structures have unique characteristics that may make it 

impossible for us to inspect and evaluate them.  Therefore, the scope of our inspection will not include decay of the interior of logs in log walls, 

log foundations or roofs, or similar defects.

5. Our inspection and report are for your use only.  You give us permission to discuss our observations with real estate agents, owners, repair 

persons, or other interested parties. You will be the sole owner of the report and all rights to it.  We are not responsible for use or misinterpretation 

by third parties, and third parties who rely on it in any way do so at their own risk and release us (including employees and business entities) from 

any liability whatsoever. If you or any person acting on your behalf provide the report to a third party who then sues you and /or us, you release us 

for any liability agree to pay our costs and legal fees in defending any action naming us. Our inspection and report are in no way a guarantee or 

warranty, express or implied, regarding the future use, operability, habitability or suitability of the home /building or its components. We disclaim 

all warranties, express or implied, to the fullest extent allowed by law. 

6. We assume no liability for the cost of repair or replacement of unreported defects or deficiencies either current or arising in the future. You 

agree that in all cases our liability shall be limited to liquidated damages in an amount not greater than the fee you paid us.  You waive any claim 

for consequential, exemplary, special or incidental damages or for the loss of the use of the home /building.  You acknowledge that the liquidated 

damages are not a penalty, but that we intend them to (i) reflect the fact that actual damages may be difficult and impractical to ascertain; (ii) 

allocate risk between us; and (iii) enable us to perform the inspection for the agreed upon fee.

7. We do not perform engineering, architectural, plumbing, or any other job function requiring an occupational license in the jurisdiction where the 

property is located.  If we hold a valid occupational license, we may inform you of this and you may hire us to perform additional functions. Any 

agreement for such additional services shall be in a separate writing.

8. If you believe you have a claim against us, you agree to provide us with the following: ( 1) written notification of adverse conditions within 

seven days of discovery; and (2) immediate access to the premises.  Failure to comply with these conditions releases us from liability.

9. You agree that any litigation arising out of this Agreement shall be filed only in the Court having jurisdiction in the County where we have our 

principal place of business.  If you fail to prove any claim against us, you agree to pay all our legal costs, expenses and fees incurred in defending 

that claim. You agree that any legal action against InterNACHI itself, allegedly arising out of this Agreement or our membership in InterNACHI, 

must be brought only in the District Court of Boulder County, Colorado.  Before bringing any such action, you must provide InterNACHI with 30 

days’ written notice of the nature of the claim.  In any action against us or InterNACHI, you waive trial by jury.

10. If a court declares any provision of this Agreement invalid, the remaining provisions remain in effect.  This Agreement represents our entire 

agreement; there are no terms or promises other than those set forth herein.  No statement or promise by us shall be binding unless reduced to 

writing and signed by one of our authorized officers.  Any modification of this Agreement must be in writing and signed by you and by one of our 

authorized officers. This Agreement shall be binding upon and enforceable by the parties and their heirs, executors, administrators, successors and 

assignees.  You will have no cause of action against us after one year from the date of the inspection.

11. Payment of the inspection fee (less any deposit noted above) is due when we complete the inspection.  You agree to pay all costs and 

attorney’s fees incurred in collecting the fee owed to us.  If the Client is a corporation, LLC, or similar entity, you personally guarantee payment of 

the fee.

12. If you request a re-inspection, the re-inspection is subject to the terms of this Agreement.

13. You may not assign this Agreement.

14. If a court finds any term of this Agreement ambiguous or that it otherwise requires judicial interpretation, the court shall not construe that term 

against us by reason of the rule that any ambiguity in a document is construed against the party drafting it.  You had the opportunity to consult 

qualified counsel before signing this Agreement.

15. If there is more than one Client, you are signing on behalf of all of them, and you represent that you are authorized to do so.
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 L.A.Selleck inspections and Consulting

Definition of conditions:

AS = Appears Serviceable: The item appeared to be in working or usable condition with no

major discrepancies noted.

R = Repair: The item was at or near the end of its useful lifespan. A certified professional

should be contacted for further evaluation and repair.

S = Safety Issue: The item is considered a safety hazard and can cause harm to people or

property. These items need to be repaired as soon as possible.

NI = Not Inspected: The item was not inspected during the inspection.

MA = Recommend regular maintenance.

5 33/



 L.A.Selleck inspections and Consulting

2 Report Summary Page

This inspection report is for a well maintained home in Overland Park. This is not a technically exhaustive 

list of every deficiency on the property. This report is designed to help the client get an accurate overall 

view of the property.

CommentCondition#Section

Grounds 1 Grading of the soil near the foundation appears to be in serviceable 

condition. The soil/mulch level was too high at the  foundation at the 

back of the house.  We recommend clearing soil away from exterior 

walls areas, to provide a minimum of 6+ inches between wall 

coverings and grade.  Conditions observed are conducive to wood 

destroying insect infestation and / or moisture related conditions. 

Grounds 3 The sidewalk common cracks of up to ¼ inch were observed. Some 

settlement was observed at the sidewalk. It appears the sidewalk has 

been ground down evidently to prevent a tripping hazard. This may 

have been because of utility work. Concrete with rough surfaces are 

prone to hold and absorb water which can freeze. This freeze/thaw 

action can contribute to the early failure of the concrete. Recommend 

monitoring and sealing.  

Exterior 6 The visible and accessible portions of the exterior wall coverings 

appeared to be in serviceable condition at the time of the inspection. 

The vegetation should be trimmed away 1 - 2 feet from the wall.  

Exterior 7 There were two outside GFCI plugs that need repair, one outside the 

back door and the other on the NE Corner back of the house. Both 

plugs did not work and one plug appeared to have been shorted.

Roofing 11 Damaged or missing shingles were observed. Possibly hail. 

Recommend further evaluation and repair as needed by a qualified / 

licensed roofing contractor or insurance company.

Heating - Air 20 The outside air temperature was below 65 degrees within 48 hours of 

the inspection.  Operating the air conditioning system at this 

temperature could damage the system, therefore was unable to operate 

and test the system at the time of inspection. Regular service is 

recommended and it appears it has been done. 

The soil has settled under the Condensor pad. Recommend adding 

support, (gravel or dirt) as needed. 

Interiors 38 At least one of the smoke detectors did not operate. Recommend 

smoke detectors on each level and near or in each bedroom.  Client 

should contact the local Fire Marshall's office or consult the 

INTERNET for proper locations. 

Kitchen 52 Not Inspected. The dishwasher was full of the homeowner's dishes at 
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 L.A.Selleck inspections and Consulting

the time of inspection.

Bath(s) 59 Vent fan in bathroom off of what is now babies room did not work at 

the time of inspection.

Bath(s) 62 Recommend inspecting the corners of the showers and tubs for cracks 

in the grout. This is a common maintenance issue that can allow water 

intrusion behind the tile and contribute to premature tile failure, 

decay, and mold. 

Bath(s) 63 Master bathroom toilet fill valve needs repair. Toilet continued to run 

at the time of the inspection. Basement bathroom toilet needs shims. 

Toilet wobbles and is unstable. This can cause the toilet to leak at the 

base. 

Basement 67 The general condition of the visible and accessible portions of the 

floors appeared to be in serviceable condition at the time of the 

inspection. There was a crack in the concrete in the unfinished area of 

the basement that would be considered normal. Cracks in the floors of 

homes with Radon Mitigation systems should be sealed to insure the 

system functions as intended. 

Foundation - Crawl 

Space

83 The Radon mitigation system was operating properly at the time of 

inspection. Homes with Radon mitigation systems should be tested 

for Radon levels every two years and the homeowner should learn 

how to read the vacuum gauge on the system and monitor it for 

proper operation. Information and inexpensive test kits can be found 

at WWW.Radon.com
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 L.A.Selleck inspections and Consulting 3 Grounds

   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

3 Grounds

Grading

Grading Slope The site is moderately sloped. 

Grading of the soil near the foundation appears to be in serviceable 

condition. The soil/mulch level was too high at the  foundation at the 

back of the house.  We recommend clearing soil away from exterior 

walls areas, to provide a minimum of 6+ inches between wall coverings 

and grade.  Conditions observed are conducive to wood destroying 

insect infestation and / or moisture related conditions. 

R1) Grading Conditions

Driveways - Sidewalks - Walkways

Driveway Material Concrete 

The driveway appeared to be in serviceable condition at the time of the 

inspection. 
AS2) Driveway Conditions
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   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

Sidewalk Material Concrete 

The sidewalk common cracks of up to ¼ inch were observed. Some 

settlement was observed at the sidewalk. It appears the sidewalk has 

been ground down evidently to prevent a tripping hazard. This may have 

been because of utility work. Concrete with rough surfaces are prone to 

hold and absorb water which can freeze. This freeze/thaw action can 

contribute to the early failure of the concrete. Recommend monitoring 

and sealing.  

R3) Sidewalk Conditions

Cracks in the concrete and grinding.

4 Exterior

Front - Back Entrance

Front Entrance Type Covered Porch 

Appears Serviceable AS4) Front Entrance 

Conditions

Back Entrance Type Patio 
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 L.A.Selleck inspections and Consulting 4 Exterior

   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

Appears Serviceable AS5) Back Entrance 

Conditions

Exterior Walls

Structure Type Wood frame 

Exterior Wall Covering The visible and accessible areas of the exterior siding material are stucco. 

The visible and accessible portions of the exterior wall coverings 

appeared to be in serviceable condition at the time of the inspection. The 

vegetation should be trimmed away 1 - 2 feet from the wall.  

R6) Exterior Wall 

Conditions

There were two outside GFCI plugs that need repair, one outside the 

back door and the other on the NE Corner back of the house. Both plugs 

did not work and one plug appeared to have been shorted.

R7) Outside Electrical
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 L.A.Selleck inspections and Consulting 4 Exterior

   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

No power to GFCI Plug

Exterior Windows - Doors

Window Type Double Hung, Sliding 

Window Material Aluminum 

Appears Serviceable AS8) Window Conditions

The door(s) appeared to be in serviceable condition at the time of the 

inspection. 
AS9) Exterior Door 

Conditions

Exterior Water Faucet(s)

Faucet Location South side of home. North side of home. 

The hose faucets appeared to be in serviceable condition at the time of 

the inspection. 
AS10) Faucet Conditions

5 Roofing

Roof Covering

Method of Inspection The roof was inspected by observing from a ladder placed at the edge of the 

roof. 

Roof Style Hip 

Roof Covering 

Material

Asphalt composition shingles. 

Number of Layers One 

Damaged or missing shingles were observed. Possibly hail. Recommend 

further evaluation and repair as needed by a qualified / licensed roofing 
R11) Roof Covering 

Condition

11 33/



 L.A.Selleck inspections and Consulting 5 Roofing

   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

contractor or insurance company.

Roof damage

The exposed flashings appeared to be in serviceable condition at the 

time of inspection. 
AS12) Flashing Conditions
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   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

The gutter system appeared to be in serviceable condition at the time of 

the inspection. 
AS13) Gutter & 

Downspout Conditions

Attic Area

Attic Access Upstairs bedroom, Garage 

Method of Inspection The attic was inspected by partially entering. 

Roof Frame Type The roof framing is constructed with rafter framing. 

The visible and accessible portions of the attic appeared to be in 

serviceable condition at the time of the inspection. The attic above the 

garage, personal item storage prevented a full visual inspection of the 

attic areas at the time of inspection.  Further evaluation would require 

the removal or disturbance of occupant's personal belongings, which is 

not performed.

AS14) Attic Conditions

Attic Ventilation Type Gable Vents Soffit vents 
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   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

Attic Ventilation 

Conditions

The ventilation for the attic appeared adequate. 

Attic Insulation Type Loose fill 

The attic has blown-in insulation.  The approximate depth of the 

insulation is 10+ inches, which appears adequate. 
AS15) Attic Insulation 

Conditions

6 Heating - Air

Heating

Location of Unit Basement 

Heating Type Forced Air zoned system

Energy Source Natural Gas 

The heating system was operational at time of inspection.  The unit has 

recently been serviced.
AS16) Unit Conditions

14 33/



 L.A.Selleck inspections and Consulting 6 Heating - Air

   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

Distribution Type

The visible and accessible areas of the distribution system appeared to 

be in serviceable condition at the time of inspection. 
AS17) Distribution 

Conditions

The visible and accessible portion of the venting flue appeared to be in 

serviceable condition at the time of the inspection. 
AS18) Ventilation 

Conditions

The normal operating controls appeared to be serviceable at the time of 

the inspection. 
AS19) Thermostat 

Condition

Air Condition - Cooling

Type of Cooling System Split system 

AC Unit Power 240V 

The outside air temperature was below 65 degrees within 48 hours of 

the inspection.  Operating the air conditioning system at this 

temperature could damage the system, therefore was unable to operate 

and test the system at the time of inspection. Regular service is 

recommended and it appears it has been done. 

The soil has settled under the Condensor pad. Recommend adding 

support, (gravel or dirt) as needed. 

R20) AC Unit Conditions
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   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

Add support for condensor pad.

7 Electrical

Service Drop - Weatherhead

Electrical Service Type The electrical service is underground.  

Electrical Service 

Material

Aluminum 

Number of Conductors Three 

The main service entry appeared to be in serviceable condition at the 

time of inspection. 
AS21) Electrical Service 

Conditions

Main Electrical Panel

Main Disconnect 

Location

At Main Panel 

Electric Panel Location The main electric panel is located at the basement. 
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 L.A.Selleck inspections and Consulting 7 Electrical

   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

Panel Amperage 

Rating

The electrical capacity of main breaker was listed / labeled as  200 amps. 

Circuit Protection Type Breakers 

The main power cable is aluminum.  The branch cables are copper. AS22) Wiring Methods

The main panel appeared to be in serviceable condition at the time of 

the inspection. 
AS23) Electrical Panel 

Conditions

Sub Panel

Electrical Sub-panel

Sub-panel Location The sub panel was located next to the main panel

Appears Serviceable AS24) Sub-panel 

Conditions
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   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

8 Plumbing

Water Main Line

Main Shutoff Location The main valve is located at the basement. 

Main Line Material The visible material of the main line / pipe appears to be copper. 

The visible portion of the main pipe and valve appeared to be in 

serviceable condition at the time of the inspection. 
AS25) Main Line & Valve 

Conditions

Water Supply Lines

Supply Line Material The supply lines were a combination of copper and pex.

The visible portions of the supply lines appeared to be in serviceable 

condition at the time of inspection.  All of the supply lines were not 

fully visible or accessible at the time of the inspection. 

AS26) Supply Line 

Conditions

Drain - Waste Lines
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   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

Drain Line Material The drain lines were PVC

The visible portions of the waste lines appeared to be in serviceable 

condition at the time of inspection.  All of the waste lines were not fully 

visible or accessible at the time of the inspection. 

AS27) Drain Line 

Conditions

Water Heater(s)

Water Heater Type Natural Gas 

Water Heater Location Basement 

Water Heater Capacity 50 Gallon 

The water heater was operable at the time of inspection.  This does not 

however guarantee future performance, operation, or condition. 
AS28) Water Heater 

Conditions

9 Interiors

Walls - Ceilings - Floors

The general condition of the walls appeared to be in serviceable 

condition at the time of the inspection. 
AS29) Wall Conditions
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   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

The general condition of the ceilings appeared to be in serviceable 

condition at the time of the inspection. 
AS30) Ceiling Conditions

The general condition of the visible and accessible portions of the floors 

appeared to be in serviceable condition at the time of the inspection. 
AS31) Floor Conditions

The observed registers appeared serviceable at the time of the 

inspection. 
AS32) Heat Source 

Conditions

Windows - Doors

The sample of windows tested were operational at the time of the 

inspection. 
AS33) Interior Window 

Conditions

The sample interior doors tested appeared to be in serviceable condition 

at the time of the inspection. 
AS34) Interior Door 

Conditions

Electrical Conditions
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   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

The general condition of the electrical plugs and switches appeared to 

be in serviceable condition. 
AS35) Electrical 

Conditions

Appears Serviceable AS36) Lighting Conditions

The ceiling fan(s) were operational at the time of the inspection.  

Mounting hardware of fans, light fixtures, and / or chandeliers was not 

visible or accessible for inspection. 

AS37) Ceiling Fan 

Conditions

At least one of the smoke detectors did not operate. Recommend smoke 

detectors on each level and near or in each bedroom.  Client should 

contact the local Fire Marshall's office or consult the INTERNET for 

proper locations. 

S38) Smoke Detector 

Conditions

Fireplace

Fireplace Location A fireplace is located at the family room and Basement

Fireplace materials The fireplace is metal/pre-fabricated. 

The general condition of the visible and accessible areas of the fireplace 

appeared to be in serviceable condition at the time of the inspection 

however I recommend having it professionally cleaned and inspected 

before the first use and every season before used. 

AS39) Fireplace 

Conditions

10 Kitchen

Walls - Ceilings - Floors

The general condition of the walls appeared to be in serviceable 

condition at the time of the inspection. 
AS40) Wall Conditions
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   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

The general condition of the ceilings appeared to be in serviceable 

condition at the time of the inspection. 
AS41) Ceiling Conditions

The general condition of the visible and accessible portions of the floors 

appeared to be in serviceable condition at the time of the inspection. 
AS42) Floor Conditions

Appears Serviceable AS43) Heat Source 

Conditions

Electrical Conditions

Appears Serviceable AS44) Electrical 

Conditions

Appears Serviceable AS45) Lighting Conditions

Kitchen Sink - Counter tops - Cabinets

The visible portion kitchen counters appeared to be in serviceable AS46) Counter Conditions
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 L.A.Selleck inspections and Consulting 10 Kitchen

   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

condition at the time of the inspection. 

The kitchen cabinets appeared to be in serviceable condition at the time 

of inspection. 
AS47) Cabinet Conditions

The kitchen sink appeared to be in serviceable condition at the time of 

the inspection.  The faucet appeared to be in serviceable condition at the 

time of the inspection.  The visible areas of the plumbing under the 

kitchen sink appeared to be in serviceable condition at the time of the 

inspection. 

AS48) Sink Plumbing 

Conditions

The sink disposal was operable at the time of the inspection. AS49) Garbage Disposal 

Condition

Appliances

Stove - Range Type The oven is gas. The oven is electric. 

Appears Serviceable AS50) Stove - Range 

Condition
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   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

The Microwave fan / hood and light were in operational condition at the 

time of the inspection. 
AS51) Hood Fan 

Conditions

Not Inspected. The dishwasher was full of the homeowner's dishes at 

the time of inspection.
NI52) Dishwasher 

Conditions

11 Bath(s)

Walls - Ceilings - Floors

The general condition of the walls appeared to be in serviceable 

condition at the time of the inspection. 
AS53) Wall Conditions
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   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

The general condition of the ceilings appeared to be in serviceable 

condition at the time of the inspection. 
AS54) Ceiling Conditions

The general condition of the visible and accessible portions of the floors AS55) Floor Conditions
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 L.A.Selleck inspections and Consulting 11 Bath(s)

   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

appeared to be in serviceable condition at the time of the inspection. 

Appears Serviceable AS56) Heat Source 

Conditions

Electrical Conditions

Appears Serviceable AS57) Electrical 

Conditions

Appears Serviceable AS58) Lighting Conditions

Vent fan in bathroom off of what is now babies room did not work at 

the time of inspection.
R59) Vent Fan 

Conditions

Bathroom Sinks

Appears Serviceable AS60) Counter - Cabinet 

Conditions

Appears Serviceable AS61) Sink Conditions

Shower - Tub - Toilet

Recommend inspecting the corners of the showers and tubs for cracks in 

the grout. This is a common maintenance issue that can allow water 

intrusion behind the tile and contribute to premature tile failure, decay, 

and mold. 

R62) Shower - Tub 

Conditions

Caulk corners with cracked grout as 

needed.

Master bathroom toilet fill valve needs repair. Toilet continued to run at 

the time of the inspection. Basement bathroom toilet needs shims. Toilet 

wobbles and is unstable. This can cause the toilet to leak at the base. 

R63) Toilet Conditions
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   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

Fill valve need adjustment or replaced. Toilet needs shims at base to prevent 

movement.

12 Basement

Walls - Ceilings - Floors

The interior stairs appeared serviceable at the time of the inspection. AS64) Basement Stair 

Conditions
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   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

The general condition of the walls appeared to be in serviceable 

condition at the time of the inspection. 
AS65) Wall Conditions

The general condition of the ceilings appeared to be in serviceable 

condition at the time of the inspection. 
AS66) Ceiling Conditions

The general condition of the visible and accessible portions of the floors 

appeared to be in serviceable condition at the time of the inspection. 

There was a crack in the concrete in the unfinished area of the basement 

that would be considered normal. Cracks in the floors of homes with 

Radon Mitigation systems should be sealed to insure the system 

functions as intended. 

R67) Floor Conditions
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   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

Seal cracks in basement floor.

Appears Serviceable AS68) Heat Source 

Conditions

Windows - Doors

Appears Serviceable AS69) Basement Window 

Conditions

Egress window

Appears Serviceable AS70) Basement Door 

Conditions

Electrical Conditions

Appears Serviceable AS71) Electrical 

Conditions

Appears Serviceable AS72) Lighting Conditions
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   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

Appears Serviceable AS73) Sump Pump 

Conditions

13 Garage - Laundry

Walls - Ceilings - Floors

Garage Type The garage is attached to the house. 

The general condition of the walls appeared to be in serviceable 

condition at the time of the inspection. 
AS74) Wall Conditions
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 L.A.Selleck inspections and Consulting 13 Garage - Laundry

   AS = Appears Serviceable   |   R = Repair   |   S = Safety   |   NI = Not Inspected

The general condition of the ceilings appeared to be in serviceable 

condition at the time of the inspection. 
AS75) Ceiling Conditions

The general condition of the visible and accessible portions of the floors 

appeared to be in serviceable condition at the time of the inspection. 
AS76) Floor Conditions

The interior doors appeared to be in serviceable condition at the time of 

the inspection. 
AS77) Door Conditions

The vehicle door(s) appeared to be in serviceable condition at the time 

of the inspection. 
AS78) Vehicle Door 

Conditions

Appears Serviceable AS79) Electrical 

Conditions

Appears Serviceable AS80) Lighting Conditions

Laundry Room

Location The laundry room was located on the main level.

The visible and accessible portions of the laundry plumbing components 

appeared to be in serviceable condition at the time of inspection. 
AS81) Laundry Room 

Conditions
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14 Foundation - Crawl Space

Foundation

Foundation Type Basement 

Foundation Material Concrete 

Appears Serviceable. Typical of this style home, the inspector was 

unable to fully inspect the foundation walls and floors due to the 

finished interior components. Also typical of this style home, the 

inspector was unable to fully inspect the main beam, floor joists and 

floorboards due to the finished ceiling and / or wall components. Areas 

behind the finished walls and ceilings were concealed and were not 

visible or accessible for inspection. 

AS82) Foundation 

Conditions

The Radon mitigation system was operating properly at the time of 

inspection. Homes with Radon mitigation systems should be tested for 

Radon levels every two years and the homeowner should learn how to 

read the vacuum gauge on the system and monitor it for proper 

operation. Information and inexpensive test kits can be found at 

WWW.Radon.com

S83) Radon Mitigation

Flooring Structure

Flooring Support Type The flooring was constructed of engineered I Joists 

The visible and accessible areas of the wood framing system appeared 

to be in serviceable condition at the time of the inspection. 
AS84) Flooring Support 

Conditions
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